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5 CORNERS
WEE CARE DAY CARE

IN THE NE 1/4, SECTION 09, T.2N., R.2E., W.M. CLARK COUNTY, WASHINGTON
PARCEL S.N. 106601-000

OWNER

THE LITTLE COMPANY, INC.

MIKE LITTLE

P.O. Box 893

LONGVIEW, WA 98632

APPLICANT / CONTACT PERSON

HANN LEE, P.E.

H. LEE & ASSOCIATES, PLLC

PO BOX 1849

VANCOUVER, WA 98668

PH: 360.567.3002

EM: HLEE@HLEEASSOCIATES.COM

GEO-TECHNICIAN

JASON L. ORDWAY

COLUMBIA WEST ENGINEERING, INC.

11917 NE 95TH STREET

VANCOUVER, WA 98682

PH: 360.823.2900

VICINITY MAP

PROJECT TEAM

SITE

SITE LOCATION

SHEET INDEX
C-001 COVER SHEET

C-002 EXISTING CONDITIONS PLAN

C-101 SITE PLAN

C-202 STORMWATER UTILITY PLAN

C-301 SANITARY SEWER & WATER PLAN

C-401 LIGHTING PLAN

L-101 LANDSCAPE PLAN

L-102 LANDSCAPE DETAILS

A2.0 BUILDING FLOOR PLAN

A3.0 BUILDING ELEVATIONS

A3.1 BUILDING ELEVATIONS
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6" CPP
L = 192'
SL = 1%

6" CPP
L = 190'
SL = 1%

6" STD. CLEANOUT ASSEMBLY
RIM = FLUSH W/ GRADE

I.E. = 211.00

6" STD. CLEANOUT ASSEMBLY
RIM = FLUSH W/ GRADE

I.E. = 211.00

4" CORRUGATED PLASTIC PIPE/
ROOF DOWNSPOUT LATERAL

I.E. OUT = 210.95 SLOPE = 2% MIN.
LENGTH = 2'

4" CORRUGATED PLASTIC PIPE/
ROOF DOWNSPOUT LATERAL

I.E. OUT = 209.50 SLOPE = 2% MIN.
LENGTH = 2'

OVERFLOW STRUCTURE
(SEE RAIN GARDEN DETAIL SHEET C6.0)

RIM = 212.60
I.E. OUT = 209.10

8" CPP
L = 89'

SL = 1%

2' X 3' RIPRAP
(2" DRAIN ROCK) - TYP.

3' X 3' RIPRAP ON ENDS
(2" DRAIN ROCK) - TYP.

BIORETENTION FACILITY 1

C6.0

INFILTRATION
TRENCH

2

C6.0

6" CORRUGATED PLASTIC PIPE/
FOUNDATION LATERAL

I.E. OUT = 209.60 SLOPE = 2% MIN.
LENGTH = 2'

AREA DRAIN
(SEE SHEET C6.0)
RIM = 211.00
I.E. OUT (E) = 207.00

AREA DRAIN
(SEE SHEET C6.0)
RIM = 211.00
I.E. IN (S)=208.21
I.E. OUT (W) = 207.00

AREA DRAIN
(SEE SHEET C6.0)

RIM = 213.00
I.E. OUT = 208.00

12" PERF PIPE IN A
3'X3' ROCK TRENCH
L =16'
NO SLOPE

0 30' 60'
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4" DI (CL 52) FIRE
PROTECTION LINE
L = 136'

1" SCH 80 DOMESTIC
WATER LINE, L = 27'

1" WATER METER IN RAVEN
RMB PER COV STANDARD
PLAN W-1
(SEE SHEET C7.1)
(PRIVATE AFTER METER
BOX)

STATE APPROVED 1" DCVA IN RAVEN
RMB PER COV STANDARD PLAN
W-21. (SEE SHEET C7.2)

WASHINGTON STATE APPROVED D.C.V.A. TO BE
LOCATED INSIDE OF BUILDING IN FIRE RISER

ROOM (WATTS 709 QT-FDA/TO BE DESIGNED BY
OTHERS. SEE COV STANDARD PLAN W-6 ON

SHEET C7.1.

OPTIONAL 1" IRRIGATION
DEDUCT METER IN RAVEN
RMB PER COV STANDARD

PLAN W-1 & W-5 (SEE
SHEETS C7.1 & C7.2).

1" ISOLATION GATE OR BALL
VALVE PER COV STANDARD
PLANS W-5
(SEE SHEET C7.2)

TERMINATE 4" FP SERVICE
AT LEAST 5' FROM BLDG &
INSTALL 4" TEMP PLUG
(MARK FOR FUTURE
CONNECTION)

TERMINATE 1" WATER SERVICE 5'
FROM BLDG & INSTALL 1" TEMP

PLUG (MARK FOR FUTURE
CONNECTION)

INSTALL:
   (1) 12"  x 8"  HOT TAP
   (1) THRUST BLOCK
   (1) 8"  VALVE
   (1) VALVE BOX ASSEMBLY IN  

CONCRETE PAD
   SEE COV STANDARD PLAN W-12
   ON SHEET C7.1.

F.D.C. LINE DESIGNED & INSTALLED BY A
LICENSED FIRE SYSTEM INSTALLER (PRIVATE).

AFTER DISINFECTION, PRESSURE &
BACTERIAL TESTING, AND APPROVAL

OF THE NEW MAIN BY THE CITY OF
VANCOUVER, WET-TAP THE EXISTING

12" DI WATER MAIN

10'
WAT
ESMT

1" SCH 80 DOMESTIC
WATER LINE, L = 55'

INSTALL:
   (1) 8" MJ x 4" FLG REDUCER
   (1) 4" FLG X MJ VALVE
   (1) VALVE BOX ASSEMBLY IN CONCRETE PAD
      RESTRAIN ALL JOINTS
   PRIVATE AFTER VALVE
   SEE COV STANDARD PLAN W-12 ON SHEET C7.1.

1
5
'

WATER EASEMENT

INSTALL:
   (2) FIRE HYDRANT ASSEMBLIES
    SEE COV STANDARD PLAN XXX
   ON SHEET C7.x.

8" DIP WATER L=135'

6" SANITARY L=194' S = 0.01

CONNECT TO EXISTING 15" MAIN (IE = 195.98)
WITH A 6" LATERAL WITH A TYPE A CONNECTION

PER STANDARD CRWWD DETAIL 14

INSTALL CLEANOUT AT THE PROPERTY LINE (IE = 205.00)

INSTALL CLEANOUT (IE = 206.94)

6" SANITARY L=25' S = 0.01

4" SCH 80 PVC SLEEVE UNDER PAVEMENT
FOR IRRIGATION PIPE PER COV
STANDARD PLAN T03-05 - TYP. (SEE SHEET
C7.2)

4" SCH 80 PVC SLEEVE UNDER PAVEMENT
FOR IRRIGATION PIPE PER COV

STANDARD PLAN T03-05 - TYP. (SEE SHEET
C7.2)

0 30' 60'
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10,637 SQ. FT.
BUILDING

(ONE STORY/WOOD
CONSTRUCTION)

Luminaire Schedule

Symbol Qty Label Arrangement LLF
Description

Arr. Watts

1 AC1LC10X12U57K BACK-BACK 0.900 AC1LC10X12U57K w/Sli 271.72

1 SEC-EDG-2MB-__-08-E-UL-525-40 SINGLE 0.900 SEC-EDG-2MB-__-08-E- 133

2 SEC-EDG-3MB-__-02-E-UL-350-40 SINGLE 0.900 SEC-EDG-3MB-__-02-E- 23

Luminaire Location Summary

LumNo Label X Y Z
Orient Tilt

1 AC1LC10X12U57K 1112904. 132358.4 30 358.762 0

5 SEC-EDG-2MB-__-08-E-UL-525-40 1112831. 132360.2 20 357.862 0

6 SEC-EDG-3MB-__-02-E-UL-350-40 1112752. 132324.2 20 179.936 0

11 SEC-EDG-3MB-__-02-E-UL-350-40 1112753. 132394.3 20 179.936 0

Calculation Summary

Label CalcType Units
Avg Max

Min Avg/Min Max/Min

North-South Walk Front Building Illuminance
Fc

1.59 3.8 0.1 15.90 38.00

Parking Illuminance
Fc

1.38 4.8 0.0
N.A. N.A.

Play Area Illuminance
Fc

0.20 0.6 0.0
N.A. N.A.












